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TRAVELLED AREAS
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REFER TO SECTION 3.8
FOR SURFACE RESTORATION.

REFER TO SECTION 3.7
FOR BACKFILLING AND
COMPACTION REQUIREMENTS

DO NOT USE HEAVY
COMPACTORS BELOW THIS LEVEL
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SEE STD. DWG. No. T3 FOR

/ PAVEMENT RESTORATION DETAILS.
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PIPE ZONE

100 (MINIMUM)
150 (MINIMUM) IN —
ROCK EXCAVATION.

SNy

150 (MINIMUM)

RESTORATION AS PER ROAD
CONSTRUCTION DETAIL

REFER TO SECTION 3.7
FOR BACKFILLING AND
COMPACTION REQUIREMENTS

~_ VERTICAL TRENCH TO EXTEND
100 (MIN.) ABOVE TOP OF PIPE.

COMPACTED GRANULAR PIPE BEDDING.

PIPE ZONE.

MAX. d+600
MIN. d+300

300 (MAXIMUM)

DIMENSIONS ARE IN MILLIMETRES UNLESS OTHERWISE NOTED
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