POLE HEIGHT [BOTTOM| ToP | DEPTH |sB0Rke| BoAw | CROMND

DIAM. ROD
STREET LIGHT BASE 9.0m AND LESS | 600 450 1200 197 278
STREET LIGHT SERVICE BASE|9.0m AND LESS | 800 450 1200 269 380 REQUIRED
STREET LIGHT BASE 9.5m TO 10.5m | 840 450 1500 197 278

STREET LIGHT SERVICE BASE|9.5m TO 10.5m | 840 450 1500 269 380 REQUIRED
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CONCRETE‘/! BOTTCM\l\ 18mm 6 x 3.0m GALV.
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DIMENSIONS ARE IN MILLIMETRES UNLESS OTHERWISE NOTED
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